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STEAM UNIT 5 / UNIT 6 STEAM / CT REPORT ON AUGUST 22, 2021 
 
 
Facts  
 

1. Units was generating 330 MW in combine cycle: 

a. Unit  5 

i. CT   122 MW 

ii. STG 43 MW 

 

b. Unit 6 

i. CT   123 MW 

ii. STG 42 MW 

2. At 12:25 p.m. an electrical disturbance in the transmission line system affected the 

voltage at San Juan Power Plant, causing steam units 5 and 6 to shut down. 

3. At 12:05:04 p.m. the automatic transfer from gas to diesel was activated for both 

units` 

 a. Steam Unit 5 was taken out of service at 12:25:03 pm by opening the exit 

switch. 
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 b. Steam unit 6 went out of service at 12:25:05 p.m. by losing the servo control 

system due to voltage variation. 

 c. Combustion unit 6 began to have problems with the levels of the boilers due to 

the firing of the steam turbine that affected the temperature of the high-pressure 

boiler, taking the unit out of service at 12:30 p.m. with 100 MW. 

 d. Combustion Unit 5 remained in service with approximately 50 MW. 

4. Combustion Unit 6 go in service at 1:46 p.m on August 22. 

5. Steam unit 6 entered service at 4:17 p.m. on August 22 

6. Steam unit 5 entered service at 10:26 a.m. on August 23, 2021 
 
 

Reference  
 

Alarms: Steam Unit 6 forced shutdown   

Green arrow –12: 05: 02 pm began the voltage fluctuation affecting equipment of the unit. 

Yellow arrow - 12:05:04 pm activates the automatic transfer of gas to diesel fuel. 

Blue arrow- 12:25:05 pm forced shutdown of steam unit due to low pressure of the servo 

control system. 
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Alarm forced shutdown Unit Steam 5 
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Alarm forced shutdown Unit CT  6  12:32:35 pm 
 

 

  

 
 
 

 
c  Ing. Víctor L. Ortiz 
    Ingenieros de Turno 


